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2.7 Information Delivery Manual (IDM) 
  
The IDM is a methodology to document the exchange of information using BIM tools to 
support the sustainable building design solutions with a process map that can be reused 
to support future project design. 
 
Design Teams shall provide IDMs for executing energy analyses, verification of 
geospatial requirements, project water management, and daylight harvesting analysis in 
compliance with the Information Delivery Model (IDM) published by the Building Smart 
Alliance.   
 
(IDM link http://idm.buildingsmart.no/confluence/display/IDM/home) 
 
A Sample process map is provided below: 
 
 

 
Source – AEC3 
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2.8  Data Security 
Project Teams shall establish a data security protocol to prevent any possible data 
corruption, virus “infections” and data misuse or deliberate damage by their own 
employees or outside sources. Both the Design Team and Construction teams shall 
establish adequate user access rights to prevent data loss or damage during file 
exchange, maintenance, and archiving. 
At the request of the college, project teams shall provide access rights for LACCD’s 
users/stakeholders for review and comment only.    
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3 BIM PROCESS AND IMPLEMENTATION 
 

3.1 General 
 
The project BIM Implementation Plan is intended to be used as a guideline to incorporate 
BIM as an integral part of LACCD's design, construction and facilities management 
processes.  These guidelines shall be considered Project BIM requirements not District BIM 
Guidelines. This document represents guidelines for implementation of certain BIM 
processes that may be new to the Project Team.  Any deviations to the guidelines outlined 
herein must be documented by the Project Team, and then reviewed and approved by 
LACCD prior to commencement.  As technology progresses, LACCD will work with project 
teams to update these requirements accordingly. 

 
 

3.2 BIM WORKFLOW PROCESS 
 

3.2.1 BIM Workflow Summary 
 

a. Design Phase 
1. Architect shall assign a Lead BIM Facilitator to coordinate BIM workflow per 

section 3.4 of LACCD BIM Standards. 
2. Designers shall use trade specific analytic and authoring tools to create 3D 

models to meet predefined project requirements.   
3. For Spatial Coordination, BIM Facilitator will integrate the design discipline 

and trade specific models into a consolidated 3D-model using coordination 
software (i.e. Navisworks, Bentley Navigator).  The consolidated model will 
be used for assembling the various design models and providing a report 
and view list of design coordination issues.  

4. Resolution of Spatial Conflicts:  During coordination meetings, the Design 
Team will electronically identify, track and publish interference reports 
between all trades.  All interferences will be resolved interactively by the 
design team facilitated with the use of coordination software.   

5. Prior to each scheduled coordination meeting, an updated clash report will 
be issued by Project Team BIM Facilitator to track the progress of 
coordination, analyze conflicts and help facilitate issue resolution prior to 
construction.  

6. Spatial Coordination Sign-off Drawings:  Once all spatial conflicts have 
been resolved by the design team and the structural, architectural, MEP, 
and Civil systems have been fully coordinated, each consultant shall  
provide fully annotated drawings of their respective systems in PDF format 
for submission to the Architect / Engineer of Record for review and 
approval.  The fully coordinated model shall be used as reference model for 
the construction team to coordinate compliance of fabrication models with 
design intent, and shall be updated in a timely manner to reflect design 
changes in the field. 

7. Building Performance and Energy Modeling – Design Team shall regularly 
update energy models using BIM Data as reference.  Information generated 
from Design Energy models shall be integrated into design models as 
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appropriate to achieve building performance and energy efficiency goals of 
the project.   

8. DSA Review and use of digital models for approval will be developed in 
collaboration with DSA by LACCD.  

   
b. Bidding Phase  

1. As part of documents delivered to potential bidders, Design Team shall 
provide non-editable version of the coordinated BIM for reference and 
visualization of the building.  

2. After Contract is awarded, the coordinated Design BIM and all native BIM 
files will be provided to the General Contractor. 

 
c. Construction Phase 

1. Prior to the start of construction, Contractor shall assign a Team BIM 
Facilitator to coordinate fabrication models with coordinated design model.  
If acceptable to the Contractor and Design Team, Contractor may request 
Team BIM Facilitator be the same individual assigned in the Design Phase.   

2. Construction Trades noted in Section 3.2.4.c shall generate fabrication 
models using Design Team BIMs that have been issued for construction. 

3. Contractor’s Fabrication models shall be coordinated with the design 
model.  Any conflicts to the design model that need to be made prior 
fabrication and construction shall be reported to Design Team in the form of 
an RFI.  Clash reports may also be issued by General Contractor as 
background information for RFI’s and submittals.  

4. As part of the requirement for record delieverables Contractor shall 
continually update the Construction Record BIMs with as-built conditions. 
Concurrently, Design Team shall update Design Record BIMs with 
documented design changes in the field.        

 
 

3.2.2 Project Team Collaboration Procedures 
    

The success of a BIM enabled project delivery process is highly dependent upon 
the level at which the entire project team can communicate and work 
collaboratively for the duration of the project.  This section documents the 
recommended collaboration procedures for effectively managing this process. 
 
a. Shared File Server - Prior to start of design,it is required that Design Team 

establish a single shared project server for the upload and exchange of digital 
models, and the collection of project deliverables at pre-determined milestones. 
The same shared server shall continue to be used for the same purposes 
during Construction.  Models on this shared server will be fully accessible web 
based to all team members via assigned site user names and passwords.  If a 
LACCD provided shared file server is available, Project Team shall coordinate 
with the District to establish access.    

1. Upload Models to Shared Project Server - During the Design Phases, 
design engineers and architects will upload their trade specific authoring 
and analysis models to the shared Project Server for scheduled 
coordination meetings and milestone submittals. 
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2. Design Models uploaded for clash detection and systems coordination 
should be saved in an optimal interoperable format agreed upon by 
project team.  (i.e. Navisworks accepts several file types but dwg, 
nwd/nwc, and ifc are file formats that are operable across multiple 
software platforms) 

b. Coordinated Insertion Point – Prior to the start of design in BIMs, BIM 
Facilitator shall work with project team to establish a geospatially coordinated 
insertion point for all discplines to begin their models.  See Section 2.4.5 of 
BIMS and Section 8.0 of CAD Standards for additional information on how 
to establish insertion points. 

c. Points of Reference– The BIM facilitator will provide a 3D grid for 
incorporation into the spatial coordination model.  This will provide the viewer 
with a quick point of reference when navigating through the model.  If room 
information is easily translatable to the coordination model, this should also be 
incorporated.  

d.   Project Kickoff BIM Standards Orientation – Upon award of the project to 
the Project Team, LACCD shall facilitate a BIM Standards Kickoff Orientation 
with the Design Team to review the following:  

1. LACCD BIM Standards and Workflow process 
2. Statement of Owner’s Project Requirements 
3. All data developed during the project validation phase 
4. Project Model Template (aka dataset)  
During Bidding, use of  BIM Standards will also be announced to potential 
bidders, and then  reviewed with selected General Contractor prior to the 
start of construction. 

e. Third party involvement - The Project Team is encouraged to seek 
involvement of selected third parties, such as building officials, local utility 
companies and other stakeholders that may benefit from a visual review of the 
coordination model 
 

 
3.2.3 BIM Collaboration Room (“BIM Theater”) 

 
During the Design Phases, the Design Team Prime Consultant will provide a 
room (BIM Theater) for facilitating BIM Collaboration. The BIM Theater shall 
serve as a collaborative work environment for design review and coordination.   
Alternately, collaboration using web conference (i.e. WebEx, GoToMeeting) is 
acceptable for facilitating these meetings. 
 
During Construction, Contractor will provide and set up a BIM Collaboration room 
located at or near the construction site to coordinate fabrication models with 
respective trades. 
 
For each BIM Theater, Smart boards may be used to view documentation (2D 
and 3D), create mark ups interactively, archive the latter, convert them to RFI’s 
or other relevant reference documents. 2 
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3.2.4 Spatial Coordination and Clash Detection 
 

 
Figure 2 Illustrates the BIM based coordination process during design and construction phases   

 
In addition to Authoring and Analysis tools, specialized coordination software 
(i.e. Navisworks, Bentley Navigator) will be needed to facilitate spatial 
coordination and clash detection in a 3D Environment.   
 

 
a. 3D-Models, Formats and Model Structures 

 
The 3D models shall consist of 3D-Solids (not lines or wire frames) that 
represent the actual dimensions of the building elements and the equipment 
that will be installed on the project.  In the Design Model, reasonable 
abstractions can be made (i.e. pipe fittings do not need to be modeled), and 
shall be coordinated with the Builder to ensure meaningful coordination and 
clash detection.  
Before modeling begins,  BIM Facilitator will work with team to develop a 
structure and features of the files that are to be submitted (Documents: File 
Structure, Modeling Scope Matrix). Typcially, BIM Coordination requires the 
following model structure and features: 
 
1. Project team shall follow LACCD File Naming requirements as 

documented in LACCD CAD Standards “Section 3.0 File Naming 
Guidelines” 

2. One file for each floor (or zone) of one floor and trade (e.g. 4 floors, 2 
wings per floor, and 5 trades => 40 files) 

3. For MEP trades, the 3D representations of each floor may be relative to a 
0’-0” FFL as long as all MEP trades agree on the same protocol.  The 
BIM facilitator will adjust the elevations of the architectural and structural 
elements to 0’0”. 

4. All other trades will be modeled at the correct elevation (not all floors 
modeled at the same elevation). 

5. All elements of the building must be represented in only one file and 
should be modeled by their specific trade. For example, the architectural 
model provided for 3D coordination should not include any of the 
structural elements contained in the structural model.  Lights should be 
modeled by the electrical engineer, not the architect. 
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6. The architectural ceilings should contain openings for lights, registers, 
etc. as required. 

7. All models should include separate 3D representations of required 
clearances and/or access requirements for equipment access, light 
clearances, overhead cable tray access, etc.  These clearance/access 
models should be in a separate layer(s) for each trade clearly labeled as 
such.  

8. The granularity of elements in the model has to correspond with the 
sequence of the installation at the site (e.g. not one wall element for the 
entire floor). 

9. All 3D model files submitted for clash detection must be “clean” – with any 
extraneous 2D references and/or 3d elements stripped from the models. 

10. E-mail notifications will be generated automatically by the Server system 
every time a new file is uploaded. 

11. When emailing notification of file uploads or for any other email 
correspondence pertaining to this project, all email subject line headings 
must be prefaced with the acronym for the Project Name. 

12. For ease of identification during the 3D Coordination process, the 
following trades will be represented in these assigned colors: 
 
Trade colors for Coordination Software 
 Fire Protection: red 
 Plumbing: magenta 
 HVAC Duct: blue 
 HVAC Pipe: lime green 
 Electrical: cyan 
 Pneumatic Tube: dark green 
 Concrete: Grey 
 Structural Steel: maroon 
 Architectural: white 

 
b. Collaboration in the Installation Planning Process 

Prior to installation, Contractor will hold planning meetings with affected sub-
contractors where the coordinated model will be used to review and optimize 
field installation. Subcontractors will be expected to have individuals attend 
who can actively engage in the planning process and make schedule 
commitments. 

 
c. Digital Fabrication 

The collaborative process will ensure that the deep knowledge and associated 
efficiencies of the fabricator are embedded into the construction model. As part 
of the contractor’s submittal, the following construction trades shall provide 3D 
fabricaton models with parametric model objects: 

 
1. Structural Steel 
2. Mechanical System Duct 
3. Curtain Wall 
4. Building Envelope Systems (i.e. rain screens, pre-cast panels) 
5. Casework and furniture systems  
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6. Any additional fabrication models generated by subcontractor 
 

Note:  MEP subcontractors should incorporate vendor models for equipment if 
available. 
 

d. Coordination of entire building - BIM Facilitator will assemble a composite 
model from all of the model parts of each design discipline for the purpose of 
performing a visual check of the building design for spatial and system 
coordination.  Vertical shafts should also be reviewed to ensure that adequate 
space has been allocated for all of the vertical mechanical systems and that all 
of the shafts line up floor to floor. 

 
e. Coordination, floor by floor - On a multistory project, the models may need 

be split on a level by level basis for MEP coordination.  If a floor is particularly 
large, it may also need to be split by zones to reduce file size. 

1.  Each floor shall be created as a separate level in the coordination 
software,  and all trades shall reference a shared and documented insertion 
point and methodology for developing these files. Typically, 3D coordination 
continues single floor until building systems are fully coordinated, and then 
continues on the next floor up.    

      
f. Clash detection and reporting 

1. Coordination software will be used for assembling the various design 
models and for providing a report and view list of design coordination 
issues.  The Design Team, including Team BIM Facilitator and 
Discipline BIM Lead Modelers, will review the model and the Clash 
Reports in coordination meetings on a regular (weekly) basis.  

2. The report will be reviewed by the team members and agreed upon 
solutions will be implemented per an agreed upon schedule.  This 
process will be repeated throughout the design phases until all spatial 
and system coordination issues have been resolved.   

3. During the construction phase, the Contractor shall utilize the fully 
coordinated and consolidated design model to verify the accuracy of 
certain fabrication models (ref. Sec 3.2.4.c).  Prior to each fabrication 
submittal for approval, fabrication contractors shall submit their  models 
to the Contractor’s BIM Facilitator for integration with the Design Model. 

4. Internal Clash Resolution – Design Consultants and Subcontractors 
who are responsible for multiple scopes of work are expected to 
coordinate the clashes between those scopes prior to providing those 
model to the BIM Facilitator for spatial and system coordination. 
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3.3 Project BIM Work Plan  
 

Design and Construction teams shall be required to submit to LACCD for approval, 
Project BIM Work Plans demonstrating their strategy for using Building Information 
Modeling to executing project deliverables. 

 
a. Design BIM Work Plan - As part of their design proposal, The Design Team 

shall submit “BIM Work Plan” which shall contain the following: 
1. Proposed BIM Software to be used  
2. Proposed BIM Workshops and Training integrated in to project schedule 
3. Strategy for compliance with LACCD BIM Project Requirements (ref. Sec 

2 - BIM PROJECT REQUIREMENTS)  
4. Schedule integrating progress BIMs per Design Document Submission 

Standards 
5. File formats used for project submittal and file exchange 
6. File exchange protocol    
7. Strategy for establishing and managing shared file server (ref. 3.2.2.a) 
8. Strategy for updating and coordinating design changes during 

construction using BIM  
9. Documentation of any proposed deviation from BIM Standards for 

LACCD consideration 
10. Project team qualifications and experience in BIM, and a list of individuals 

with relevant experience assigned to the following roles:  
• Design BIM Facilitator (ref. Section 3.4.1)  
• Mechanical System BIM Coordinator  (ref. Section 3.4.2) 
• Lead BIM Technicians for all major trades (i.e. Architect, Civil, MEP, 

Structural) 
• Senior Project Designers and Engineers 
• BIM and IT Managers for all applicable trades 

 
b. Construction BIM Work Plan - In the Bid, Contractor shall submit a 

Construction BIM Work Plan, outlining their strategy for utilizing BIM Technology 
to execute construction related activities and coordination  

1. List of Sub-contractors using digital fabrication per Section 3.2.4.c 
2. Proposed BIM Software to be used by the GC and fabrication modelers 

for approval by LACCD 
3. Proposed BIM Workshops and Training integrated in to project schedule 
4. Strategy for file exchange and integrating Construction Management 

Activities in to Shared File Server 
5. Documentation of any deviation from LACCD BIM Standards for LACCD 

consideration 
6. Proposed strategy for utilizing BIM during construction phase including: 

• Proposed use of digital fabrication to validate constructability of 
design 

• Updating as built conditions in Construction Record BIM 
• Integration of Record information in to Construction Record BIM 
• Proposed utilization of 4D Scheduling and Sequencing technology 

7. Project team qualifications and experience in BIM, and a list of individuals 
with relevant experience assigned to the following roles:  
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• Construction BIM Facilitator (ref. Section 3.4.1)  
• Lead Fabrication Modelers for all trades in section 3.2.4.c 

 
 
Figure 2 – Sample of Project BIM Work Flow 
 

 
 

3.4 BIM Roles and Responsibilities  
It is the responsibility of all Consultants and Contractors to have or obtain, at their cost, 
the trained personnel, hardware, and software needed to successfully complete the BIM 
coordination phase of the project. Equipment used by the subcontractors during the on-
site coordination meetings must meet the requirements of the software being 
implemented so as not to cause delays in modeling and redraw.  Individuals assigned to 
the following project roles shall have the minimum qualifications and responsiblities 
outlined below. 

 
3.4.1 Design Team BIM Facilitator 

As part of the execution of the Design BIM Work Plan, Project Team shall assign 
an individual to the role of Design Team BIM Facilitator.  The indivudal shall have 
at least 3 years of BIM experience and shall have relevant proficiency in 
proposed BIM Authoring and Coordination Software.  This individual and their 
qulaifications shall be approved by LACCD and shall serve as the main point of 
contact with LACCD and the Project Team for BIM related issues.  Assigned 
responsibilities shall be as follows:  

a. Ensure compliance with Design BIM Work Plan 
b. Coordinate Project-wide training sessions with LACCD BIM Coordinator 
c. Coordinates software training and establishes protocol for efficient use of 

software 

SAMPLE 
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d. Coordinate set up of shared file server with LACCD and Project Team IT staff.  
This shall include interfacing with Project team IT staff to set up web portal, 
permissions, etc.  If there is a District wide portal, individual shall coordinate with 
District wide IT Administrator for permissions and set up 

e. Assembles composite design model for coordination meetings 
f. Provide Modeling Quality Control / Quality Assurance Check of Design BIMs. 
g. Facilitates use of composite design model in design coordination meetings 
h. Ensures that BIMs are used appropriately to test design requirements / criteria 
i. Interfaces with Project team BIM and IT Managers to ensure software is installed 

and operating properly  
j. Interfaces with software developers to provide feedback and bug reports  
k. Provides specifications for “BIM Coordination Room” to LACCD for approval 
l. Facilitates BIM Technical meetings with Lead BIM Technicians 
m. Ensure Design Team understands, supports, and meets LACCD Vision and Main 

Objectives for BIM (ref.  Section 1.2) 
n. Ensure the shared geo-reference points noted in Section 2.4.5 are distributed 

and used by ALL team members.   
o. Interfaces with LACCD’s e7 studio for data and file exchange as needed 
p. Coordinate BIM File Exchange and archiving of Milestone Submittals  

 
3.4.2 Lead BIM Technicians  

a. All major design trades shall assign an individual to the role of lead BIM 
Technician for the duration of the project.  These individuals shall have at least 2 
years of relevant BIM experience and shall have the following responsibilities: 
1. lead the internal project team BIM in its documentation and analysis efforts 
2. Interface with Design BIM Facilitator for BIM related meetings and issues 
3. Coordinate internal project team training as required 
 

3.4.3 Construction BIM Facilitator 
As part of the execution of the Construction BIM Work Plan, General Contractor 
shall assign an individual to the role of Construction BIM Facilitator.  This 
individual shall have at least 2 years of relevant BIM experience and shall have 
the ability to utilize the BIM software to help identify constructability issues.  
Assigned responsibilties shall be as follows:   

a. Main point of contact between LACCD BIM Coordinator and Construction Team 
for BIM related issues. 

b. Prior to and during Construction, interface with Campus IT to establish and 
maintain shared portal access and permissions 

c. Prior to commencing construction, coordinates Sequencing and Scheduling is 
integrated with Construction Record BIM 

d. Communicates to design team, the data extraction sets required by the 
construction team and ensures that these requests are met 

e. Coordinate with design team to ensure design changes in the field have been 
documented and are updated in the Design Record BIM in a timely manner  

f. Prior to approval and installation, work with Lead Fabrication Modelers to 
integrate 3D fabrication models with updated design composite model to ensure 
compliance with design intent   

g. Coordinates update of as-built conditions in the Construction Record BIM  
h. Ensures record documentation noted in Document Submission Standards are 

properly linked to Construction Record BIM for final submittal to LACCD 
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i. Coordinates software training and establishes protocol for efficient use of 
software for Construction Team 

j. Provides specifications for General Contractor’s “BIM Coordination Room” to 
LACCD for approval 

k. Ensures Construction Team has necessary hardware and BIM Software properly 
installed and accessible for project use.  
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Glossary of Terms 
 
AEC- abbreviation for Architecture, Engineering, and Construction 
 
Building Information Modeling (BIM) model-  A Building Information Model (BIM) is a digital 
representation of physical and functional characteristics of a facility. As such it serves as a 
shared knowledge resource for information about a facility forming a reliable basis for decisions 
during its lifecycle from inception onward. 
 
BuildingSMART- BuildingSMART is an international membership organization with 
representation in North America, Europe, Asia and Australasia. It brings together architects, 
engineers, constructors, product manufacturers and facilities managers, along with software 
vendors. 
 
Charrette An intensive process that involves the collaboration of all project stakeholders at the 
beginning of a project to develop a comprehensive plan or design.  
 
Component In Triforma, components are materials that make up a part. For instance, a base 
plate part may consist of grout and steel plate components. A single component may be tied to 
many different parts.  In Revit, components refer to model.  Component data can be used for 
quantity take-offs, specification sections based on CSI format and even cost data.  
 
CPM- College Project Manager 
 
Deliverable A Deliverable is the product of engineering and design efforts. Typically, this would 
be the concept submittal and the corrected final design. A deliverable may have multiple 
phases. 
 
Digital Data. Digital Data is defined as information, communications, drawings, or designs 
created or stored for the Project in digital form.  
 
DSA- Division of State Architect 
 
FF & E – Furniture, Fixtures and Equipment 
 
G.I.S. - Geographic Information System- integrates hardware, software, and data for capturing, 
managing, analyzing, and displaying all forms of geographically referenced information. 
 
GSA- General Services Administration 
 
Industry Foundation Class (IFC) - IFCs are data elements that represent the parts of 
buildings, or elements of the process, and contain the relevant information about those parts. 
IFCs are used by computer applications to assemble a computer-readable model of the facility 
that contains all the information of the parts and their relationships to be shared among project 
participants. The project model constitutes an object-oriented database of the information 
shared among project participants and continues to grow as the project goes through design, 
construction, and operation. The International Alliance for Interoperability (IAI) has created this 
IFC data exchange format.  
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IAI- International alliance for Interoperability software companies , building product 
manufacturers, information publishers, owners, designers, and builders—in AEC and other 
industries whose goal is to develop a universal standard for information sharing . 
 
IDM- Information Delivery Manual- provides an approach to providing an integrated reference 
for process and data required by BIM. It describes how to identify and describe the processes 
undertaken within construction, the information required for their execution and the results. It 
also describes how the information can be further detailed to support solutions provided by 
building information system providers in a form that enables its reuse and how it can be 
configured to meet national, local and project needs. 
 
Interoperability - refers to the exchange of information among project participants throughout 
the lifecycle of a facility by direct communication between software applications.  
 
IPD- Integrated Project Delivery 
 
LACCD- Los Angeles Community College District 
 
Library- a repository tool for organization, location, and managing of BIM content 
 
LOD- Level of Detail as it pertains to BIM 
 
MEP- Mechanical, Electrical, Plumbing  
 
Model File In the BIM process, the Model File contains a referenced Extraction and model file-
specific information. It is recommended that Extractions not serve directly as Model Files, since 
if Extractions have to be regenerated, all model file-specific information added to the Extractions 
will be lost. See the A/E/C CADD Standard for more information. 
 
NBIMS- National Building Information Model Standard 
OmniClass Classification System- otherwise known as OmniClass or OCCS, is a strategy for 
classifying the entire built environment. It is a multi-table classification system designed for use 
by the capital facilities industry. 
 
Phase- A portion of work that arises from sequencing work in accordance with a predetermined 
portion of a Stage.  
 
SDSFIE- Spatial Data Standards for Facilities, Infrastructure, and Environment- The SDSFIE 
Steering Group, made up of members from the Armed Forces and the U.S. Army Corps of 
Engineers, has set an ambitious goal of creating the Department of Defense Standard for 
facilities, infrastructure, environment, and civil works. 
 
Sheet File A sheet file is a CAD file or Model that shows a selected view or portion of a Model 
File within a referenced border sheet. Sheet Files are used to generate the plotted construction 
sheets. See the A/E/C CADD Standard for more information. 
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Technical Footnotes 
                                                 
1   Finding the Revit Origin and Guidelines for Sharing Coordinates of an existing site file in Autodesk Revit 
(source AUGI and Autodesk Revit Factory) 
 
a. Finding the Revit Origin 
 
Revit does have an origin but it is hidden by default.  
 
In the LACCD Template, we have located the origin in Revit relative to a 0,0,0 coordinate from AutoCAD and have 
crossed two pinned reference lines through its intersection.  This should serve as the starting point for your first 
building.  To check this intersection in Revit, go to Tools Shared Coordinates Report Shared Coordinates and 
click on each reference plane.  The horizontal reference planes should indicate a 0’0” location in the N/S direction, 
and the vertical a 0’ 0” location in the E/W direction.   
 
 
b. Guidelines for Sharing Coordinates of an existing site file in Revit 
 
Revit's internal calculations do not like very large coordinate numbers. Thus, it is important to keep your Revit project 
near Revit's origin. (near means within 1 mile/1.6km) Here are a few guidelines recommended by Autodesk Revit 
Factory  

• Always begin your building model near the starting point of the default template.  
• Model it with Project North pointing directly up. (lay it out as you would have it appear on sheets)  
• If you are using a dwg based site, Link your site file Center To Center.  
• Move or rotate the SITE under your project until it is correctly positioned relative to the building. (do not 

move or rotate the project itself).  
• Use the Acquire Coordinates tool and pick the site.  

This will set your project's shared coordinated to those of the dwg's wcs (world coordinate system). True North will be 
the dwg's Y axis. Now your building knows where the dwg 0,0,0 is, but it can still record its own information in smaller 
numbers and can orient to either True North, or Project North. Once the shared coordinates are set, subsequent 
imports can be made origin to origin using shared coordinates. 
 
Project Coordinates origin can't be moved. This is not a problem unless you have more than one coordinate system 
that you need to work with on your project. When the project only needs one 0,0 point, you can locate Shared 
Coordinates to align with the coordinates in question  
 
NOTE: if the Shared Coordinates origin and the Project Coordinates origins are more than 2 miles apart, importing by 
Shared Coordinates will likely fail -- it defaults to center-to-center. So if your DWG is a mile wide and 0,0 is in the 
middle of it, the Shared Coordinates origin must be less than 1.5 miles from the Project Coordinates origin for import 
by Shared Coordinates to work seamlessly. 
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2 BIM Coordination Room installation and setup of Smartboards 
 
Connect a notebook or desktop computer to the Smartboard(s) and projectors. 
 
 BIM Coordination Room – 1 or 2 boards to notebook 

VGA-output at 
notebook or 

Docking 
Station 

Every board uses 
one USB port 

Matrox 
DualHead2Go
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BIM Roles and Responsibilties Matrix

Firm/Company Discipline(s)

Project BIM Facilitator
Contact Info
(one per team)

LEAD BIM Modeler
Contact Info
(one per firm/company)

Software and version to be used
(list all)

file formats to be used
(native and exchange formats)

Cervantes Arquitectos Architecture Howard Roark, AIA
1 Division St. #344
New York, NY

1.Revit Architecture 2010
2. Autodesk Navisworks 2010
3. Autodesk Ecotect 2010
4. Autodesk 3dMax 2010
5. Interspec E-Specs

1.  .rvt, .dwg for CAD exchange
2.   nwd, dwg
3.   gbXML for analysis
4.   3ds, dwg
5.   .xml

Millenium Builders General Contractor Harrison Smith
1124 Granite Road
Irwindale, CA

Carla Baca 1.Revit Architecture 2010
2. Autodesk Navisworks 2010
3. AutoCAD Architecture 2010

1.  .rvt, .dwg for CAD exchange
2.   nwd, dwg
3.   dwg for CAD Exchange

Falcon Engineers Structural Engineer James Falcon, P.E.
2687 Golden Ave.
Rancho Cucamonga, CA

1.Revit Structural 2010
2. RAM Structural Analysis

1.  .rvt, .ifc for BIM exchange
2.   .rvt, ifc for BIM Exchange, .dwg for CAD exchange 

Flowmax Mechanical Mechanical Engineer/Contractor Marvin Ventana, PE
1253 Buenos Aires Blvd
Santa Clarita, CA

1.Revit MEP 2010
2. CAD Duct 2010
3. IES <VE>

1.   .rvt
2.   .dwg
3.    .gbXML

Hydra Plumbing Plumbing Engineer/Contractor Roger Waters
356 Murky Meadow Dr
Los Banos, CA

1. AutoCAD MEP
2. CAD Pipe 2010

1.  .dwg
2.  .dwg

Mano Steel Steel Fabricator Clark Kent
431 Lois Lane
Gotham, NY 

1.Tekla Structural 2010
2. Revit Structural 2010

1.  .rvt, .dwg for CAD exchange
2.   nwd, dwg

Fiat Lux Electrical Electrical Engineers Jane Sparks, P.E.
677 Electric Avenue
Downey, CA

1.AutoCAD MEP 2010 1.  .rvt, .dwg for CAD exchange
2.   nwd, dwg
3.   gbXML
4.   3ds, dwg

Tierra Group Civil Engineer Joe Dirtt, P.E.
222 Clay St.
Sand Canyon, CA 

1 AutoCAD Civil3D 2010 1.  .dwg

Pflanze Landscape Architects Landscape Architecture Robert Pflanze
777 Oak Street
Redwood City, CA 

1.AutoCAD Architecture 2010 1.  .dwg

Redline Fire Protection Fire Protection/Sprinklers Larry Spritz
1250 Pyro Lane
Anaheim, CA

1.Sprink CAD 17.4
2. AutoCAD MEP 2010

1.  .dwg
2.   .dwg

FiberCom Telecom/Low Voltage Patrick Bell
132 Orange St
Singal Hill, CA

1.AutoCAD MEP 2010 1.  .dwg
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